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(1) 1" CORPORATION STOP (BY OWNER)

(2) 1" CURB VALVE (BY OWNER)

(3) CURB BOX TAPPED 1 1/2" OR 2" (BY OWNER)

(4) TEMP. CAP FOR TESTING-COMPRESS. COUPLER(BY OWNER)
(5) 3/4” MLP. X 3/4” M.LP. X 1" (BY OWNER)

(6) WOOD "THERMALINE” HYDRANT OR EQUAL

(7) FULL FLOW STOP VALVE (BY OWNER)

(8) WATER METER (BY RPU)
(9) METER TALL (BY RPU)

FULL FLOW STOP VALVE (BY OWNER)

TYPICAL MANUFACTURED HOME DETAILS
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NOTES

1. DO NOT INSTALL CHECK VALVES OR PRESSURE
REDUCING DEVICES UPSTREAM AND LESS THAN 5
PIPE DIAMETERS DOWNSTREAM OF THE METER.

2. ELBOWS, BENDS & NON-CONCENTRIC REDUCERS
SHOULD BE A MINIMUM OF 5 PIPE DIAMETERS
UPSTREAM OF METER.

INSTALL PIPE SUPPORTS AS NEEDED I

00k

12" MIN.

GATE VALVE

TYPICAL COMMERCIAL/
INDUSTRIAL DETAILS

30" MAX.
DIP_SERVIGE .
(BY OWNER) R (5) BYPASS REQUIRED ON 1 1/2”
WATERMAIN OR LARGER (BY OWNER)
0 (6) STRAINER (BY RPU)
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METER (BY RPU)
CUT-IN-TEE & VALVE (BY OWNER
(2) VALVE BOX (BY OWNERS ) /(*EERSV\V/EER?ACKFLOW PREVENTER
(3) RETAINER GLAND (BY OWNER) (3) MINIMUM 5 PIPE DIAMETERS
(4) FULL FLOW VALVE (BY OWNER) UPSTREAM OF STRAINER
BYPASS GATE VALVE TOP VIEW
METER BYPASS
OPTION
STRAINER GATE VALVE
SERVICE
GATE VALVE VETER  CATE VAVE  BACKFLOW
PREVENTER
BYPASS GATE VALVE
— E TOP VIEW
ol SYSTEM BYPASS
PREVENTER OPTION
BACKFLOW
STRAINER PREVENTER GATE VALVE
SERVICE — =

GATE VALVE
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